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Notice and Disclaimer

ESTA does not approve, inspect, or certify any installations, procedures, equipment or materials for compliance 
with codes, recommended practices or standards. Compliance with a ESTA standard or recommended practice is 
the sole and exclusive responsibility of the manufacturer or provider and is entirely within their control and 
discretion. Any markings, identification, or other claims of compliance do not constitute certification or approval of 
any type or nature whatsoever by ESTA.

ESTA neither guarantees nor warrants the accuracy or completeness of any information published herein and 
disclaim liability for any personal injury, property or other damage or injury of any nature whatsoever, whether 
special, indirect, consequential or compensatory, directly or indirectly resulting from the publication, use of, or 
reliance on this document.

In issuing and distributing this document, ESTA does not either (a) undertake to render professional or other 
services for or on behalf of any person or entity, or (b) undertake any duty to any person or entity with respect to 
this document or its contents. Anyone using this document should rely on his or her own independent judgment 
or, as appropriate, seek the advice of a competent professional in determining the exercise of reasonable care in 
any given circumstance.
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P.O. Box 23200
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Fax: 1-212-244-1502
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The ESTA Technical Standards Program

The ESTA Technical Standards Program was created to serve the ESTA membership and the entertainment 
industry in technical standards related matters. The goal of the Program is to take a leading role regarding 
technology within the entertainment industry by creating recommended practices and standards, monitoring 
standards issues around the world on behalf of our members, and improving communications and safety within 
the industry. ESTA works closely with the technical standards efforts of other organizations within our industry, as 
well as representing the interests of ESTA members to ANSI, UL, and the NFPA. The Technical Standards 
Program is accredited by the American National Standards Institute.

The Technical Standards Council was established to oversee and to coordinate the Technical Standards Program. 
Made up of individuals experienced in standards-making work from throughout our industry, the Council approves 
all projects undertaken and assigns them to the appropriate working group. The Technical Standards Council 
employs a Technical Standards Manager to coordinate the work of the Council and its working groups as well as 
maintain a “Standards Watch” on behalf of members. Working groups include: Control Protocols, Electrical Power, 
Floors, Fog and Smoke, Followspot Position, Photometrics, Rigging, and Stage Machinery.

ESTA encourages active participation in the Technical Standards Program. There are several ways to become 
involved. If you would like to become a member of an existing working group, as have over four hundred people, 
you must complete an application which is available from the ESTA office. Your application is subject to approval 
by the working group and you will be required to actively participate in the work of the group if you join as a voting 
member. This includes responding to letter ballots and attending meetings. Membership in ESTA is not a 
requirement. You can also become involved by requesting that the TSC develop a standard or a recommended 
practice in an area of concern to you.

The Photometrics Working Group, which authored this standard, consists of a cross section of entertainment 
industry professionals representing a diversity of interests. ESTA is committed to developing consensus-based 
standards and recommended practices in an open setting.

©2021 ESTA ii Photo/2014-5005r8



E1.55 – 2016 (R202x) Reaffirmation draft Theatrical Makeup Mirror Lighting

Investors in Innovation
The Technical Standard Program (TSP) is financially supported by ESTA and by companies and individuals who 
make undirected donations to the TSP. Contributing companies and individuals who have helped fund the TSP 
are recognized as “Investors in Innovation”. The Investors in Innovation when this standard was published include 
these companies and individuals:

VISIONARY LEADERS ($50,000 & up)
ETC PLASA

VISIONARY ($10,000 & up; >100 employees/members)
Chauvet Professional
Cisco 
Columbus McKinnon Entertainment Technology

Disney Parks Live Entertainment
ProSight Specialty Insurance
Robe

VISIONARY ($5,000 & up; 20–100 employees/members)
Altman Lighting, Inc.
German Light Products
McLaren Engineering Group
Rose Brand
Stage Rigging

Theatre Projects
Theatre Safety Programs
TMB
Wenger/JR Clancy

VISIONARY ($500 & up; <20 employees/members)
About the Stage
B-Hive Industries, Inc.
Scott Blair
Boston Illumination Group
Candela Controls, Inc.
Clark Reder Engineering
Tracey Cosgrove & Mark McKinney
Doug Fleenor Design
Down Stage Right Industries Ltd.
EGI Event Production Services
Entertainment Project Services
Neil Huff
Interactive Technologies
Jules Lauve
Brian Lawlor

Michael Lay
Limelight Productions, Inc.
Link
John T. McGraw
Mike Garl Consulting
Mike Wood Consulting
Reed Rigging
Reliable Design Services
Alan Rowe
Sapsis Rigging Inc.
Steve A. Walker & Associates
Dana Taylor
Steve Terry
Vertigo
WNP Services

INVESTOR ($3,000–$9,999; >100 employees/members)
Actors' Equity Association
Barbizon Lighting Company
Golden Sea Professional Lighting Provider
IATSE Local 728
IATSE Local 891

Lex
NAMM
Rosco Laboratories
Texas Scenic Company

INVESTOR ($1,500–$4,999; 20–100 employees/members)
American Society of Theatre Consultants
Area Four Industries
BMI Supply
City Theatrical Inc.
H&H Specialties, Inc.

InterAmerica Stage, Inc. 
Lycian Stage Lighting
Niscon Inc.
Tomcat Staging, Lighting and Support Systems

©2021 ESTA iii Photo/2014-5005r8



E1.55 – 2016 (R202x) Reaffirmation draft Theatrical Makeup Mirror Lighting

INVESTOR ($200–$499; <20 employees/members)
Baxter Controls, Inc.
Bruce Darden
ChamSix
Guangzhou Color Imagination LED Lighting 
Indianapolis Stage Sales & Rentals, Inc.
Kenney Drapery Associates, Inc.
L1 Inc.
Liberal Logic, Inc.
Lighting Infusion LLC
Luminator Technology Group
Scott Madaski

Mediam Sp. zo.o.
Karen Miller
Nanyi Audio & Lighting Enterprise Co., Ltd.
Qdot Lighting Ltd.
Sanko Device Co. Ltd.
Show Light Oy
Shawn Silverman
Tracy Underhill
Steve Vanciel
Ralph Weber

SUPPORTER ($50 - $2,999; >100 employees/members)
Harlequin Floors

SUPPORTER ($50 - $1,499; 20–100 employees/members)
ACT Lighting Inc./AC Power Distribution
ARM Automation, Inc.
Ian Foulds, IATSE Local 873
General Lighting Electronic Co. Ltd.
Guangzhou Shenghui Electronic Technology
Guangzhou YaFeng Optoelectronic Equipment Co.
Guangzhou Yilaiming Photoelectric Technology Co., 
Ltd.
ELECTRON SA
HAYA Light Equipment Ltd. Co.
High Output 
InCord
Intella Systems Co., Ltd.
iWeiss
LA ProPoint, Inc.
LUPO SRL

Moss LED Inc.
Nanshi Lighting
Oasis Stage Werks
Shenzhen Ifountain Technology
Skjonberg Controls Inc.
Stage Equipment & Lighting
Stagemaker
Stageworks
Syracuse Scenery and Stage Lighting Co., Inc.
Taurus Light Co. Ltd.
Ultratec Special Effects
Vincent Lighting Systems
Wuhan Zhongtian Jiaye Mechanical & Electrical Eng. 
Co. 
Zhisheng Huang
Zhuhai Shengchang Electronics Co. 

SUPPORTER ($50 - $199; <20 employees/members)
Adam Blair
Alyxzander Bear
Capture Visualisation AB 
Chip Scott Lighting Design
DMX Pro Sales
Emilium GmbH
Peter Erskine
Foshan Leiyuan Photoelectric Co. Ltd.
Jack Gallagher
Tony Giovannetti
Pat Grenfell
John Huntington
Beverly and Tom Inglesby
Klik Systems
Eddie Kramer

Jason Kyle
David Lascaut
Jason Livingston
LuxBalance Lighting
Luminator Technology Group
Tyrone Mellon, Jr.
Lizz Pittsley
Sigma Net
Michael Skinner
Studio T+L
TELMIC Neo
Terrier Marketing
Arjan van Vught 
Lars Wernland

Extraordinary legacy gift: Ken Vannice 

©2021 ESTA iv Photo/2014-5005r8



E1.55 – 2016 (R202x) Reaffirmation draft Theatrical Makeup Mirror Lighting

Contact Information

Technical Standards Manager
Karl G. Ruling
The Entertainment Services and Technology Association
P.O. Box 23200
Brooklyn, NY   11202-3200
USA
1-212-244-1505 x703
karl.ruling@esta.org

Assistant Technical Standards Manager
Richard Nix
The Entertainment Services and Technology Association
P.O. Box 23200
Brooklyn, NY   11202-3200
USA
1-212-244-1505 x649
richard.nix@esta.org

Technical Standards Council Chairpersons
Mike Garl
Mike Garl Consulting LLC
1-865-389-4371
mike@mikegarlconsulting.com

Mike Wood
Mike Wood Consulting LLC
1-512-288-4916
mike@mikewoodconsulting.com

Photometrics Working Group Chairperson
Jerry Gorrell
Theatre Safety Programs
1-480-837-9401
theatresafe@earthlink.net

©2021 ESTA v Photo/2014-5005r8



E1.55 – 2016 (R202x) Reaffirmation draft Theatrical Makeup Mirror Lighting

Acknowledgments

The Photometrics Working Group was the consensus body for the development of this standard. The working 
group’s members with company affiliations and interest categories when this standard was published are listed 
below: 

Voting Members 
Matthew Ardine; I.A.T.S.E. Local 728; U
Justin Bennett; University of the Incarnate Word; U
Jim Bogdanowicz; CHAUVET & Sons Inc.; MP
John David (Javid) Butler; HDR Consulting LLC; DE
Tucker Downs; Tucker Downs; G
Jerry Gorrell; Theatre Safety Programs; U
Mitch Hefter; Signify; MP
Hans Lau; I.A.T.S.E. Local 728; U
Michael Lay; Candela Controls, Inc; DR
Wendy Luedtke; Electronic Theatre Controls, Inc.; MP
Jason Osterman; SGM Lighting, Inc; MP
Mark Primrose; CHAUVET & Sons Inc.; MP
Karl G. Ruling; Unit 12 Productions; DE
Mike Wood; Mike Wood Consulting LLC; G

 
Observer Members (non-voting) 

Robert Barbagallo; Solotech Inc.; DR
Pete Borchetta; Altman Lighting; MP
Bill Ellis; Candela Controls, Inc.; U
Robert Goddard; Goddard Design Co.; CP
Nicolas Goerg; Rosco Laboratories; CP
Tim Hansen; Oasis Stage Werks; U
Robert Haycock; UC Berkeley; U
Ed Hyatt; Boston Illumination Group; CP
Frank Kjær Jensen; Harman International Industries; MP
Timothy S. Kang; ASC, Motion Imaging Technical Council; CP
Steven J. Rust; Theatre Projects Consultants, Inc.; DE
Ford Sellers; Chauvet Lighting; MP
Keith Sklar; Actors’ Equity Association; G
Robert Timmerman; Signify; MP

Interest category codes:
CP = custom-market producer
DE = designer
DR = dealer rental company
G = general interest
MP = mass-market producer
U = user

©2021 ESTA vi Photo/2014-5005r8



E1.55 – 2016 (R202x) Reaffirmation draft Theatrical Makeup Mirror Lighting

Table of Contents
1 Introduction (informative)..........................................................................................................................................1
2 Scope (normative)....................................................................................................................................................1
3 Definitions.................................................................................................................................................................1
4 General description (informative).............................................................................................................................2

4.1 The task.............................................................................................................................................................2
4.2 The conventional solution..................................................................................................................................2
4.3 Leaving the conventional solution.....................................................................................................................2

5 Requirements (normative)........................................................................................................................................3
5.1 Level of illumination...........................................................................................................................................3
5.2 Maximum luminance..........................................................................................................................................3
5.2 CCT....................................................................................................................................................................3
5.3 Color rendering..................................................................................................................................................3
5.4 Topology of the system......................................................................................................................................3

5.4.1 Inverted U.................................................................................................................................................3
5.4.2 Double horizontal row..............................................................................................................................3
5.4.3 Double vertical row..................................................................................................................................4

5.5 Distribution of illumination..................................................................................................................................4
5.6 Uniformity...........................................................................................................................................................4

6 Explanation (informative)..........................................................................................................................................4
6.1 Level of illumination...........................................................................................................................................4
6.2 Maximum luminance..........................................................................................................................................4
6.2 CCT....................................................................................................................................................................4
6.3 Color rendering..................................................................................................................................................4
6.4 Topology of the system......................................................................................................................................5

6.4.1 Apparent size of sources..........................................................................................................................5
6.4.2 Distribution of illumination........................................................................................................................6

6.5 Uniformity...........................................................................................................................................................6

©2021 ESTA vii Photo/2014-5005r8



E1.55 – 2016 (R202x)  Reaffirmation draft Theatrical Makeup Mirror Lighting

1  Introduction (informative)
For many decades, the illumination for makeup mirrors in theatres and other performance venue dressing rooms 
has been provided by a vertical row of lamps on each side of the mirror, with an additional horizontal row along 
the top. It is a simple system of illumination, difficult to get wrong, and when there are errors (e.g., no lamps on 
one side, lamps too dim, lamps too bright), the errors are usually obvious and easy to correct. However, the 
development of non-incandescent sources has increased the number of possible variables in a makeup mirror 
lighting system. It is now possible to have a makeup mirror lighting system that seems to be like any other with 
rows of lamps, but that, in fact, does not provide light sufficient to allow a performer or makeup artist to apply 
makeup quickly and accurately.

The many subtle ways modern makeup mirror lighting can fail to meet the needs of a performer has prompted 
representatives from Actors’ Equity Association to ask ESTA for a guidance document on makeup mirror lighting 
systems. This standard is that document. It is intended to describe the illumination levels produced on the 
performer’s face, the distribution of light sources and the light from those sources, apparent source size, 
maximum luminance, color rendering, and correlated color temperature of lighting for makeup mirrors with the 
goal of helping performers and makeup artists apply makeup quickly and accurately.

This standard does not make recommendations for the efficacy of the light sources used for makeup mirror 
lighting. However, it defines the minimally acceptable properties for the light to be produced. With that information, 
a person can select sources that have good efficacy and that will provide adequate lighting. 

2  Scope (normative)
This standard applies to lighting systems for makeup mirrors and makeup stations used by performers and 
makeup artists for applying makeup to performers in theatres and other performance venues. It describes the 
topology of the makeup mirror lighting system, the quantity of light, the distribution of light from those sources, 
apparent source size, brightness, color rendering, and correlated color temperature.

This standard does not prohibit the development and use of other makeup mirror lighting systems, but makeup 
mirror lighting systems not meeting the minimum requirements of this standard shall not be said to comply with 
this standard. This is not intended to be used as a regulatory document.

This standard does not address the electrical or mechanical safety of makeup mirror lighting systems. Those 
matters are addressed in standards published by other organizations.

3  Definitions
CCT: Correlated Color Temperature. The temperature expressed in Kelvin (K) of a Planckian black body radiator 
at which the hue of it and a target illumination source appear to match. The calculation of CCT from the spectral 
power distribution of a source is defined in CIE 15:2004, Colorimetry.

Continuous Spectrum: For the purposes of this standard, a Continuous Spectrum is a lamp output in which 
visible light is produced at all wavelengths from 400 to 700 nm, and no wavelength in the range from 450 to 700 
nm is less than 10% of the lumen output of the highest lumen wavelength.

CRI Ra: General Color Rendering Index. CRI Ra is a method of expressing in a single number the ability of a light 
source to reveal the colors of various objects faithfully, using a set of eight test color samples designated TCS01 – 
TCS08. It is defined in CIE 13.3-1995, Method of measuring and specifying colour rendering properties of light 
sources.

CQS Qa: General Color Quality Scale. CQS Qa is a method of expressing in a single number the ability of a light 
source to reveal the colors of various objects faithfully. CQS Qa is defined in Davis, W. & Ohno, Y., "The Color 
Quality Scale," Optical Engineering, 49(3):033602 (March 2010).

Face plane:  An imaginary plane of the performer's face defined by the supraorbital foramen above the eyes (the 
eyebrow ridges) and the tip of the chin.
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Makeup artist:  A person applying makeup to a performer. The makeup artist and performer could be the same 
person, if the performer is applying makeup to the performer's own face. 

Makeup station:  A place for applying makeup on a performer, consisting of a mirror with a makeup mirror lighting 
system and a desk or shelf below the mirror or close by it for holding makeup supplies and tools.

Performer:  The person on whom the makeup is being applied at a makeup station. 

TM-30-15 Rf:  Fidelity Index. TM-30-15 Rf is a method of expressing in a single number the ability of a light source 
to reveal the colors of various objects faithfully. Rf is defined in IES TM-30-15, IES Method for Evaluating Light 
Source Color Rendition.

4  General description (informative)

4.1  The task
A makeup artist applying makeup to a performer's face needs uniform illumination on the front planes of the 
performer's face and also to the sides of the face, around the ears, above the face at the hairline, under the chin, 
and around the neck. "Uniform illumination" does not mean dead flat, but it does mean without significant 
shadows and with only gradual changes of illumination around curved surfaces. The level of illumination should 
not change significantly as the performer leans forward toward and back away from the makeup mirror; that is, the 
space through which a performer might lean toward or away from the mirror must be near-field space, one in 
which the inverse square law does not apply.

An adequate level of illumination is important, but the luminance of the sources should be limited. It is impossible 
to light the face around the performer's eyes without also shining light into the eyes. This direct light from the 
sources into the eyes must not be blinding or an uncomfortable glare, particularly if the performer is also the 
makeup artist and is applying his own makeup.

Color rendering also is important. It is not important that the makeup being applied at the makeup station appear 
as it will on stage, but it is important that the different colors of makeup can be easily distinguished from each 
other at the makeup station. Most makeup colors are pastels, but some are intense colors that may be difficult to 
distinguish if the illuminating light source has significant gaps in its spectrum. 

4.2  The conventional solution
A conventional makeup mirror lighting system usually consists of a vertical row of incandescent lamps on each 
side of the makeup mirror and a row horizontally along the top. In some venues, the system consists of two 
horizontal rows: one above and one below a large makeup mirror spanning several makeup stations, and 
occasionally in systems with two vertical rows and none across the top. In both cases, the numerous lamps 
effectively make a large source that almost encircles the performer's face, thus providing light to the sides of the 
head, top of the forehead, and under the chin. The large source provides a lot of light but with limited source 
luminance. The large source size and the close proximity of the performer's face to the source largely nullifies the 
inverse square law; the performer's face, 300 to 500 mm in front of the mirror, is effectively in the near field of the 
makeup mirror lighting system.

Conventional incandescent lamps also provide excellent color rendering for the purpose. Operated at their 
nominal voltage, they have a CRI Ra rating of almost 100. Their CCT of about 2700 K gives a light that looks 
normal to most performers and makeup artists. The use of lamps on a voltage lower than their rating to increase 
lamp life (e.g., 130 V lamps operated at 115 V) will result in a lower CCT and reduced shorter-wavelength output, 
but color rendering is usually acceptable, although seeing blues is more difficult.

4.3  Leaving the conventional solution
The topology of a conventional makeup mirror lighting system works; there is no compelling reason to abandon it. 
However, the efficacy of conventional incandescent lamps, only about 14 lumens per watt, is a problem. This low 
efficacy means that some conventional incandescent lamps are no longer available on the market because of 
energy efficiency regulations. When they are available, many people would prefer not to use them to reduce 
energy costs, to reduce heat in dressing rooms, and to reduce the negative impact on the environment from 
powering lighting. 
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There are many reasons why people would prefer to use more efficacious sources or might be required to use 
them. However, once a cook-book approach (e.g., "Use rows of 60 W A-lamps, and it will be fine.") of a 
conventional solution must be abandoned, it becomes important to consider what the lighting system must or 
should do.

5  Requirements (normative)

5.1  Level of illumination 
The level of illumination produced on the performer's face plane must not be less than 500 lux throughout the 
range of 200 mm to 600 mm from the performer's face to the mirror. 

The level of illumination produced on the performer's face plane at distances from 200 to 600 mm from the mirror 
should not be less than 1000 lux, as this is a better value. 

5.2  Maximum luminance
The luminance of the visible parts of the system shall not create uncomfortable or debilitating glare for the 
performer or makeup artist. 

The luminance of the lighting system seen by the performer or makeup artist should not be higher than 30,000 
cd/m2.

5.2  CCT
The CCT of the sources shall be between 2700 and 3500 K. 

5.3  Color rendering
The sources shall provide good color rendering. Good color rendering will be provided if one or more of the 
following criteria are met:

(a) The source is an incandescent or tungsten-halogen lamp with slight or no filtering of the output. 

(b) The source produces a Continuous Spectrum.

(c) The source has a CRI Ra, CQS Qa, or TM-30-15 Rf rating of 85 or higher. This requirement will be met if any of 
these ratings are 85 or higher; it is not necessary that two or all of the ratings be 85 or higher. 

5.4  Topology of the system
The topologies described in the subclauses of 5.4 comply with this standard. Other topologies, such as a single 
horizontal line of lamps, do not.

5.4.1  Inverted U
An inverted U lighting system shall consist of a vertical line of lamps or a continuous source on each side of the 
mirror and one horizontal line of lamps or a continuous source across the top. If discrete lamps are used, there 
shall be at least two lamps used in the vertical rows and at least two lamps across the top, with no more than 500 
mm between adjacent lamps in a row. Lamps at the end of the top horizontal row in line with the vertical rows 
shall not be considered part of the horizontal row but shall be considered part of the vertical rows.

The vertical row of lamps or continuous source on each side of the mirror shall be long enough that, when the 
performer is sitting or standing at the makeup station, whichever is considered the normal position, the bottom 
and top of the vertical row of lamps/continuous source shall be 280 mm or more below and above the height of 
the performer's nose. The vertical row of lamps or continuous sources shall be at least 560 mm long. 

The spacing between the vertical rows of lamps or continuous sources shall not be less than 600 mm nor more 
than 1200 mm.

5.4.2  Double horizontal row
A double horizontal row system shall consist of two horizontal lines of lamps or a continuous sources, with one 
row or line across the top above the mirror and one below the mirror. If discrete lamps are used, there shall be no 
more than 500 mm between adjacent lamps in a row. 
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The horizontal rows of lamps or continuous source above and below the mirror shall be spaced far enough apart 
that, when the performer is sitting or standing at the makeup station, whichever is considered the normal position, 
the bottom and top rows shall be 280 mm or more below and above the height of the performer's nose. The 
horizontal rows of lamps or continuous sources above and below the mirror shall be at least 560 mm apart. 

5.4.3  Double vertical row
A double vertical row system shall consist of two vertical lines of lamps or continuous sources, with one row or 
line on each side of the mirror. If discrete lamps are used, there shall be no more than 500 mm between adjacent 
lamps in a row. 

The vertical row of lamps or continuous source on each side of the mirror shall be long enough that, when the 
performer is sitting or standing at the makeup station, whichever is considered the normal position, the bottom 
and top of of the vertical row of lamps/continuous source shall be 280 mm or more below and above the height of 
the performer's nose. The vertical row of lamps or continuous sources shall be at least 560 mm long. 

5.5  Distribution of illumination
The sources shall project light toward the performer's face when seated or standing (as required) at the makeup 
station throughout a distance range from the mirror of 200 mm to 1200 mm. The sources also shall project light 
across the mirror surface so that a performer leaning in closer than 200 mm will be illuminated. 

5.6  Uniformity
The sources used for a makeup mirror lighting system shall be uniform. That is, the sources used on the left and 
right sides of the mirror and above the mirror shall have the same CCT, the same color rendering ability, and the 
same lumen output per lamp or per linear meter of source, if the sources are continuous.

6  Explanation (informative) 

6.1  Level of illumination 
The IESNA's The Lighting Handbook, Tenth Edition: Reference and Application, Table 28.2, recommends 500 lux 
on table-height horizontal surfaces in theatre dressing rooms and 400 lux for vertical surfaces 4 feet [sic] above 
the floor (face height for a person sitting), when the dressing rooms are used by a population that is mostly 
between the ages of 25 and 65 years of age. It recommends double those levels for populations over 65. The 
requirement and recommendation in this E1.55 standard for makeup mirror lighting is founded on the ideas that 
the actor's face is just as critical a task surface as the makeup station table top and that performers may be over 
65. Performers 65 years old and younger will not be disadvantaged by light levels appropriate for older 
performers.

6.2  Maximum luminance
Experience has shown that the luminance of a bare, frosted 60 W incandescent A-lamp is tolerable. The 30,000 
cd/m2 maximum recommendation is based on measured luminances of 60 W A-lamps and output-equivalent LED 
replacements. 

6.2  CCT
This CCT recommendation is for vanity lighting in clause 22.2.13, "Toilets/Locker Rooms," of The Lighting 
Handbook, Tenth Edition: Reference and Application. It is a range that will be perceived as normal by most 
people.

6.3  Color rendering

(a) Incandescent lamps and tungsten-halogen lamps inherently produce a full-spectrum light. The slight doping of 
neodymium added to some lamp envelopes provides only slight filtering and does not compromise the full-
spectrum nature of the light. 

(b) Many lamps are not marketed with CRI Ra, CQS Qa, or TM-30-15 Rf ratings. However, an inexpensive 
spectroscope sold for school use (under $15 US) will let a person see the spectrum of a lamp by breaking the 
light into a rainbow of colors.
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Figure A

Figure A is a photograph of the spectrum of a compact fluorescent lamp viewed with an inexpensive 
spectroscope. The color rendering for this lamp is nominally 82 CRI Ra, but some colors are missing from the 
spectrum, so there will be color perception errors. 

Figure B

Figure B is a photograph of the spectrum of a phosphor-converted white LED lamp viewed with the same 
photometer used with Figure A. There are dim spots in the cyan and yellow, but there are no black bands. Color 
perception with this lamp is better and easier than perception with the lamp shown in Figure A. Of course, an 
incandescent lamp will show a full spectrum with no dim spots.

This is a simple empirical method of evaluating an unrated lamp or source. It should not be used if a CRI Ra, CQS, 
or TM-30-15 rating for the lamp or source is known.

(c) The minimum 85 CRI Ra recommendation given here is higher than the 82 CRI recommended as a minimum 
for vanity lighting in clause 22.2.13, "Toilets/Locker Rooms," of The Lighting Handbook, Tenth Edition: Reference 
and Application. Eighty-two CRI is a reasonable minimum for general applications, such as toilets and locker 
rooms, but it is marginal for theatrical makeup station use. Lamps rated at 85 CRI would be better and are 
available. Of course, lamps with higher ratings would be even better, but may not be readily available.

6.4  Topology of the system

6.4.1  Apparent size of sources
The vertical rows of lamps on each side of the mirror should be large to help nullify the inverse square law to help 
provide uniform illumination as the performer leans toward or away from the makeup mirror.

The minimum distances above and below the performer's nose given in this standard are selected so that the light 
from below and above will be 35 degrees from the horizontal when the performer is positioned at the makeup 
station, and the performer’s face is 500 mm away from the mirror. This will provide uniform, shadowless light to 
the top of the head, the neck, and under the chin.

If the makeup station is to be used by a performer who might be standing or sitting, the makeup mirror and the 
vertical sources at the sides of the mirror will have to be longer to accommodate the variation in the performer's 
face height from the floor. As alternative, the whole makeup mirror and lighting system could be raised and 
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lowered to accommodate the performer. Whether the mirror and lighting system should move or simply be larger 
is outside the scope of this standard. It is also possible to simply designate the makeup station as being designed 
to be used by a sitting performer or by a standing performer, and that it is not designed to be suitable for both 
performer positions. 

Most makeup mirror lighting systems use rows of discrete lamps, but these lamps could be turned into a 
continuous source by the use of a diffuser over the row. A continuous linear source also could be provided by a 
tubular fluorescent lamp, a tubular white LED lamp, or some other means. 

The spacing specified between the vertical lines of lamps or sources in an inverted U system is meant to frame 
the mirror but not be too much wider than any practical makeup station width. If an entire makeup counter several 
meters long in a dressing room is served by only two vertical rows at the ends, there will be very little side-light for 
the performer working in the middle of the counter, and very little light for under the chin and under the nose. 

6.4.2  Distribution of illumination
The sources traditionally used for a makeup mirror lighting systems are practically omnidirectional. More 
directional sources might be more efficient—there is no need for the top horizontal row to light the dressing room 
ceiling—but increased directionality might compromise the uniformity of distribution that is needed. 

6.5  Uniformity
The sources used a makeup mirror lighting system need to be uniform so the makeup artist has no worries about 
the left side of the performer's face perhaps looking different from the right side, not because the makeup is 
different, but because the makeup mirror lighting is different left to right. 
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